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D E P A R T M E N T   O F   C O M M U N I T Y   A F F A I R S

Gulf Coast Storage Sheds, Inc.

88 Ninth Avenue, East

Dear Josiah Libbey

It is my pleasure to inform you that Gulf Coast Storage Sheds, Inc., located at 88 Ninth Avenue, 

East, Horsehoe Beach, FL 32648, has been approved under the Manufactured Buildings 

Program, as provided for under Chapter 553, Part I,  Florida Statutes, to manufacture Storage 

Sheds for installation in Florida.

Construction or modification on a manufactured building cannot begin until the Third Party 

Agency has approved the plans in accordance with the current Florida Building Code.  Your Third 

Party Agency is a contractor for the Department and has statutory authority and responsibilities 

that must be met to maintain approved status. You may expect and demand quality plans 

review and inspections.

Each Code change will make your plans obsolete until they have been reviewed, approved and 

indicated [on the cover page of the plans] for compliance with the Code by your Third Party 

Agency for plans review. Please ensure that your plans are in compliance and are properly 

posted on our website. All site-related installation issues are subject to the local authority 

having jurisdiction.

The Department�s contractor will make unannounced monitoring visits at least once each year.  

You must grant complete access to your manufacturing facility and records to remain in 

compliance with the rules and regulations of this program.

Your certification is approved for three years from this date. You will receive a renewal notice by 

Email generated by the BCIS (www.floridabuilding.org) for online renewal. If you have questions 

you may contact me at Leola Baldwin at 850-921-0956 or our FAX at 850-414-8436.

Please visit our website at www.floridabuilding.org to see valuable information on the Florida 

Manufactured Buildings Program. A copy of this letter must accompany applications for local 

building permits.

Horseshoe Beach, FL 32648

Josiah Libbey

RE: Manufacturer Certification, ID MFT-4482; Expiration Date: September 09, 2011

Sincerely,

Robert Lorenzo

Manufactured Buildings Program

cc:H. R. H. Inspectors
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MASTER SHED PLANS 

(GABLE ROOF) 


FOR 

GULFCOAST BARN & STORAGE 


P.O. BOX 177 

HORSESHOE BEACH, FL 32648 


NOTES: 

I) 	THESE ST"RUCTURI\l DRAWINGS SHAll BE USED FOR THE CONSTRUCTION OF THE 

SI 'QWN STORAGe: BUILDINGS. IN TI-iE EVE NT OF DIMENSION.A.L DISCREPANCY, 

NOTIFY THE ENGINEER FOR RE SOLUTION OF CONFLICT. ANY DEVIATION FROM 

TH ESE DRAWINGS MUST BE APPROVED BY THE ENGINE ER 


2) 	nus IS TO CERT IFY TIIAT THE wOOD FRAME STORAGE BUllDINGASSllOWN ON 

HIESE DRAWINGS HAS seEN DESIGNED IN ACCORDANCE WITH THE FLORIDA 

BUILDING cooe W ITl-I AU REVISIONS TO CHAP TER 1609 FOR UP TO 140 MPH WIND 

VELOCITY. REFER TO INDIV IDUAL WINDOW & DOOR CHARTS FOR Y\1ND PRESSURE 

MODIFICATION FOR ALTE RNATE WIND SPEED. 

3) MATERIALS: 

All VERTICAllUt.1BER TO BE NO.2 GRADE $ PF OR EQUrvAlENT. All l-IQRllQ\lTAL 
FLOOR FRAMING TO BE /'10 , 2 GRADE SYP, All PlYWOOOlPlYWOOD CUSSETS SHALL 
CONf-ORM ru APA P05-04 . ALL CON NECTORSIFASTHJERS (S ~MPSON STRONG TIE OR 
APPRV'O EO.) APPLICABLE COOES, TO ASSURE SUPPORT., CONTI NUITY & TRANSFER 
OF ALL FORC ES. 

4) ALL MATERLALS AND LI\BOR PER APPLICABLE l OCAL CODE S. 
O.S.B . DECKING: ORiENTED STRAND BOARD AS MANuFACTURED 

BY l OUISIANJ\-PACIFrc COMPANY. PORTLAND. OR. 


S) 	DIMENSIONS LABElED By LETIERS VARY BY MODEL ANO SLZE OF BUILDING AND 
S HALL BE O BTAINED FROl'.l THE PROVIDED SCHEDULES. 

6) NON~TRUCTURAL DETAILS Af,jQ ITEMS MAY BE CHANGED AT OWNERS DISCRETION. 

7) 	ALL FI\STENERs ANO CONNECTORS IN CONTAC T W ITH PRESSURE TREATED WOOD SHALL 
BE HOT DIP GALVANIZED (C 185) OR STAINL E SS STEEL ALL LUMBER IN CO NTACT W ITH THE 
EARTH SHALL BE PRE SSURE TREATED WITH PRE S ERVAT IVE. EX1ERIOR WOOD SIDING 
SHALL NOT B E LE SS THAN 8" FROM EXPOSED EARTH. 

8) 	ALL SITE WORK. INCLUDING BUT NOT LIMITED TO. CONCTETEJ ANCHO RING I ELECTRICAL 
CONNECnoNS. SHAll BE THE RE SPO NSIB IL ITY OF THE JUR ISDICTION HAIliNG AUTHOOJTY. 

9) 	All PRODUCTS OF COMPONENTS & CLADDING TO BE ADDRE SSED AND INCLUDED ON THE 
DRAWINGS AND SHALL CO,'.APL Y I;Iw1TIi RULE 98-12 (FAC) FOR FLORIDA PRODUCT APPROVAl. 

SIMPSON CONNECTOR NOTES: 
1.) SIMPSON CONNECTIONS SPECIFIED ARE DESIGNED & MANUFACTURED FOR 

THE PURPOSES SlrowN. & SHOULD NOT BE USED WI OTHER 
CONNECTORS NOT APPROVED BY THE DESIGN ENGINEER. MODIFICATIONS 
TO PRODUCTS OR CHANGES IN INSTALLA liO N PROCEDURES SHOULD NOT 
BE MADE WITHOUT nlE APPROVAL OF THE ENGINEER. TIlE PERFORMANCE 
OF SUCH MODIFIED PRODUCTS OR AL TERED INSTALLATION PROCEDURES 

IS THE SOLE RE SPONSIBILITY OF THE OWNERI CONTRACTOR. 

2.) SUBSTITUTIONS FOR SIMPSON S TRONG-nE CO.• INC·S PRODUC TS SHALL 
BE APPROVED IN wRIllNG BY THE ENGINEER. 

-INSTRUCTIONS TO THE INSTAllER:­

1.)All SPECIRED FAS TENE RS MUST BE INSTALLED ACCORDING TO THE 
INSTRUCTIONS IN TIlE SIMPSON CATALOG. INCORRECT FASTENER OUANTITY, 
SIZE. TYPE . MATERIAL. OR FINISH MAY CAUSE TI-lE CONNECTIO N TO FArL. 

16d FASTENERS ARE COtAMON NAILS (8 g::J II 3 112·) AND CAN NO T BE 

REPLACED WITH IGd SINKERS (9 ga x 3 1/4 · ) UNLESS OTHERWI SE 
SPECIFIED. 

2.1 BOLT IIOlES StlALL BE A MINIMUM OF 1132- AND A MAXIMUM OF 1116­
LARGER THAN THE 80lT OIAM ETER (PER NOS 2005. SEC TION 82.1.1.). 

3.) INSTALL ALL SPECIAED FASTENERS BEFORE LOADING THE CONNECTION. 

4 .) PNEUMATIC OR POWDER..,o\CTUATED FAS TENER S r-.-V.Y DEFLE CT AND INJURE 
TIlE OPERATOR O R OTlIERS. NAIL GUNS MAY BE USED TO INSTAll 
CONNECTORS, PROvIDE THE CORREC T QUANTITY AND TYPE OF NAILS ARE 
PROPF.R l Y INSTALLED IN THE NAil HOLE S. GUNS WITH NAIL HOLE-tOCATitiG 

MECH~ISMS SHOULD BE USED. FOLLOW TI-lE tAANUFACTURER'S 
INS1RUCTiONS AND USE THE APP ROPRLATE SAFETY EOUIPMENT. 

(352) 498-0074 
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COMPONENT WIDTH 
(ft.) 

ROOF SHEATHING 4 
ROOF SHEATHING 4 
ROOF SHEATHING 4 
ROOF SHEATHING 4 
ROOF SHEATHING 4 
WALL - INT. ZONE 3 
WALL - END ZONE 3 
ROOF RAFTER 4.62 
WOODd DOORS 3 
DOOR 5' 5 
DOOR ROLL UP 8 
WINOOW 3 
WINDOW 3 
WINDOW 3 
WINDOW 3 
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a = 3.0 FT.: 1H THROUGH 3H FOR OVERHANGS. 

H.R.H INSPECTORS 
-Plans Examiner-
W David Arnold 
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WIND DESIGN: 
BASIC WIND SPEED: 140 MPH (3 SECON D GUST) 

IMPORTANCE FACTOR.: 0.71 
EXPOSURE: c* 
METHOD OF DESIGN: F.B .C. 2007 1609 
MEAN ROOF HEIGHT: 10'.g-

BUILDING DESIGN: 
UTlUTY to MISCelLANEOUS: GROUPU 

FLORJOA MANUFJt.CTURED 

BUILDING ACT OF 1979 


NOTE; 

Bu iLDING DESIGNED AS I 

ENCLOSED. 


Wl ERtlAL PRESSURE COE FFICIENT: 0.18 (ENCLOSEO MI>J~I 
BUllOf'fG) 

ROOF DESIGN: 
WOOD ROOF; 	 LIVE: 20 PSF 


DEAD: 8 PSF 


FLOOR DESIGN: 
WOOD FLOOR: 	 LJVE: 60PSF 

DEAD: 4 PSF .) 

" SUITABL E FOR ALL SI TE S WITH 
EXPOSURE ~c· EXCEPT WITHIN 
600 IL O F A BODY OF WA TER 
HAVING A FETCH OF 1 MILE OR 

GREATER PER FBC 1609.4.3. 


AGENCY APPROVAL 

GENERAL NOTES: 
I.) 	 THIS COVER SliEET & ADDITIONAl ACCffi.,IPANYING ATTACHMENT SHEETS, 

REPRESE~H MINIMUM DESIGN REQUIREMENTS FOR CONSTRUCTION OF mE 
ATTACH ED SEALED PLANS IN ACCQADANCE W1 nl THE 2007 F8C. wlnI 200!~3 

2ND 2009 SUPPlEME"fTS, SECTlON 1609. FOR WIND PRESSURES SITED ON 

BUILDINGS IN THE 1'$0 M.P.H . WIND ZONE & NEC 200S. 

2.) 	 THE OWNERICONTRAC TOR SHAll VERIFY All PRODUCT JWAILABILfTY, 
DIMENSIONS. SnE CONDITIONS AND EOUIPMENT REQUIREMENTS OEFORE 
COM,\oIEN CING ANY WORK. All DIMENSIONS AND CONOnlONS MUST BE 
VERI FIED IN THE FiElD. ANY DISCREPANCIES & OMISSIONS SHALL BE 
BROUGHT TO TBE ATTENTION OF THE EN~NEER BEFORE PROCEEDING 
WITH THE AFFECTED PART Of THE INORK. 

3.) 	 THE STRUCTURE IS DESIGNED TO BE S ELF SUPPORTING & STABlE AFTER 
THE BUILDING IS COMPLETE, IT IS THE CON1AACTORS RESPONSIBILITY TO 
DETERMINE ERECTION PROCEDURES & SEQUENCE TO INSURE SAFETY OF 
THE BUILDING & ITS COMPONENTS DURING ERE CTION. THIS INCLUDES THE 
ADDITION OF NECESSARY SHORING, SHEETING, TEMPORARY BRACING. GUYS 

OR T!EoowNS. 

4.) 	 DESIGN LOADS: 
THE STRU CTURAl SYSTEM FOR THI S BUILDING HAS BEEN DE SIGNED IN 
ACCORDANCE WITH SECTION t609 OF THE 2007 flORIDA BUILDING COOE. 

5.) 	 ENGINEERING JOB INSPECTIONS ARE NOT PROVIDED UNLESS SPECIFICAU Y 
ARRANGED. 

6.) 	 ALL SITE RELATED WORK SUO-l AS. BU T NOT LIMITED TO. FOUNDATION. 
TIE DOWN & ElEC TRICAl SERVIC E SHAll BE BY OTHERS AND AS PER 

THE A UTHORITY HAVING JURISDICnON (AHJ~ 

7.) 	 SITE ENVIRONMENTAl STUDIE S. IF REQUIRED, ARE TO BE PERFORMED 
BY OTHER S. 

8 .) 	 PROOUCTlMATERIAL SUBSnTUTIOH IS PERMlnED IF THE SUBsnTUTE IS 
EaUAL OR GREATER THAN THE SPECIRED PRODUCT. TESTING DA TA 

ANDiOR VERIFICATIOH IS HIE RESPONSIBILITY OF THE CONTRACTOR. 

9 .) 	 AlL DIMENSIONS AND CO NDITIONS MUS T BE VERIFIED IN TI-lE FIELD. DO 
NOT SCALE THE DRAWINGS. FOLLO'h'WRITIEN DIMENSIONS ONL Y.ANY 
DISCREPANC IES SHAlL BE BROUGHT TO mE ATTENTION OF THE E.NGINEER 
PRIOR TO PROCEEDIN G WIlH THE AfFECTED PART OF THE w ORK. 

THESE PLAN S COMPLY WITH FLORIDA BUILDING CODE 2007 
W/2009 SUPPLEMENTS 1 & 2 , FLORIDA FIRE PREVENTION 
CODE 2007 NFPA 70, NEC-<l8. 

THE ABOVE STRUCTURE HAS BEEN DESIGNED IN 
ACCORDANCE WITH FLORIDA MANUFACTURED 
BUILDING ACT OF 1979 & SECTION 1609 OF THE 2007 FLORIDA 
BUILDING CODE FOR GRAVITY AND DESIGN PRESSURES 
GENERATED BY A BASIC WIND SPEED OF 140 M.P.H., 
3 SECOND GUST. 
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MAX. 

28.70 
28.70 
23 .68 
23.68 
28.70 
31.28 
31.28 
27 .84 
31.41 
30.32 
29.32 

MIN. 

-35.65 
-30.08 
-55.76 
-52.94 
-35.65 
-33.81 
-40.30 
-28.35 
-34 .20 
-33.11 
-32.10 

32.51 -35.29 
-34 .82 32.03 
-43.27 32.51 

32.03 -42.31 

These p~nts comply 'I"ith the Florida Manu­
factured Building Act of 1979 Construction 
Codes d adhere to the following criteria : 
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